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Below are Travis County ESD No. 6 / Lake Travis Fire Rescue submittal requirements for an FACP 
REPLACEMENT. 

 
This applies if only the FACP is being changed, with no new devices other than the FACP being 
installed. 
 
We require  the following: 

 
1. Letter from the company's APS on company letterhead indicating/stating: 

a) The scope of work. 
b) Outlining the procedures used to program the new panel (per item  4). 
c) Stating if 10% or 100% of the devices will need to be tested (per# 4). 
d) Method used to verify the adequacy of signal circuits power. 
e) Stating that all  the work will be done per IFC and NFPA 72. 

 
2. Data sheet for the new FACP, with backup battery calculations. 

 
3. The following plans and plan review letter will need to be on-site at the time of the inspection/test: 

Either the original approved plans with a note added indicating the new FACP was added by your firm, 
or as-builts, submitted to Lake Travis Fire Rescue and approved before testing (As- builts need only show 
existing devices, and must be signed by the APS, with a note indicating that the plans reflect only devices 
visible from a floor level visual survey). 

 
4. Panel replacements that involve a simple conventional panel or a "plug in to reprogram," as outlined in 

the submitted letter, will require testing a minimum of 10% of the devices controlled by the panel. Any 
replacement that involves "keystrokes" to reprogram requires testing 100% of the devices controlled by 
the panel. 

 
5. Review of panel replacement letters and plans will fall into the same queue as other reviews and 

will not be scheduled for inspection until letters have been approved and returned to the contractor. 
 

6. Fire Alarm plan review fees are located at www.ltfrpermits.com bottom righthand side of the 
homepage of the website. 

 
Note: In order to minimize the time that a property is unprotected, if an FACP is out of service, the 
replacement FACP may be installed, and the system returned to service while the as-builts are 
completed or while awaiting the inspection/test. 
 
Please contact Lake Travis Fire Rescue Fire Prevention Division if you have any questions or concerns. 
 
512-266-2533 or email inspections@ltfr.org

http://www.ltfrpermits.com/

